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Important User Information

Read this document and the documents listed in the additional resources section about installation, configuration, and
operation of this equipment before you install, configure, operate, or maintain this product. Users are required to
familiarize themselves with installation and wiring instructions in addition to requirements of all applicable codes, laws,
and standards.

Activities including installation, adjustments, putting into service, use, assembly, disassembly, and maintenance are
required to be carried out by suitably trained personnel in accordance with applicable code of practice.

If this equipment is used in a manner not specified by the manufacturer, the protection provided by the equipment may
be impaired.

In no event will Rockwell Automation, Inc. be responsible or liable for indirect or consequential damages resulting from
the use or application of this equipment.

The examples and diagrams in this manual are included solely for illustrative purposes. Because of the many variables and
requirements associated with any particular installation, Rockwell Automation, Inc. cannot assume responsibility or

liability for actual use based on the examples and diagrams.

No patent liability is assumed by Rockwell Automation, Inc. with respect to use of information, circuits, equipment, or
software described in this manual.

Reproduction of the contents of this manual, in whole or in part, without written permission of Rockwell Automation,
Inc., is prohibited

Throughout this manual, when necessary, we use notes to make you aware of safety considerations.

WARNING: Identifies information about practices or circumstances that can cause an explosion in a hazardous
environment, which may lead to personal injury or death, property damage, or economic loss.

ATTENTION: Identifies information about practices or circumstances that can lead to personal injury or death, property
damage, or economic loss. Attentions help you identify a hazard, avoid a hazard, and recognize the consequence.

> D>

IMPORTANT Identifies information that is critical for successful application and understanding of the product.

Labels may also be on or inside the equipment to provide specific precautions.

SHOCK HAZARD: Labels may be on or inside the equipment, for example, a drive or motor, to alert people that dangerous
voltage may be present.

BURN HAZARD: Labels may be on or inside the equipment, for example, a drive or motor, to alert people that surfaces may
reach dangerous temperatures.

ARCFLASH HAZARD: Labels may be on or inside the equipment, for example, a motor control center, to alert people to
potential Arc Flash. Arc Flash will cause severe injury or death. Wear proper Personal Protective Equipment (PPE). Follow ALL
Regulatory requirements for safe work practices and for Personal Protective Equipment (PPE).

B> > >
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Preface

Summary of Changes

Abbreviations

This manual describes the necessary tasks to install, configure, program, and
operate a CompactLogix™ 5370 controller. This manual is intended for

automation engineers and control system developers.

CompactLogix 5370 controllers are designed to provide solution for small and
medium-sized applications.

This manual contains new and updated information as indicated in the

following table.
Topic Page
Added Catalog Numbers: 1769-L24ER-QBFC1BK, 1769-L30ERMK, 1769-L33ERMK, Throughout
1769-L37ERM, 1769-L37ERMK, 1769-L37ERMO, 1769-L38ERM,1769-L38ERMK,
1769-L38ERMO
Supported Local Expansion Modules 70
Controllers supporting Integrated Motion 279...292

This table lists the abbreviations that this manual uses.

Abbreviation | Full Term

BOOTP Bootstrap Protocol

ap Common Industrial Protocol
ac Cold Junction Composition
s Change of state

(&Y} Coordinated System Time
DHCP Dynamic Host Configuration Protocol
DINT Signed double integer

DLR Device Level Ring

GSV Get System Value

HMI Human Machine Interface
10T Immediate Output

IP Internet Protocol

JSR Jump to Subroutine

MCR Master Control Relay
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Product Compatibility and
Download Center

10

Abbreviation | Full Term

MSG Message

NEC National Electrical Code

QoS Quality of Service

RPI Requested packet interval

RTB Removable terminal block

RTD Resistance Temperature Detector

RUIP Removal and insertion under power

SD Secure Digital

SELV Safety Extra Low Voltage

SINT Signed short integer

SNMP Simple Network Management
Protocol

SSV Set System Value

TP Transmission Control Protocol

UsB Universal Serial Bus

utc Coordinated Universal Time

For more information on controller firmware revisions and software
application minimum requirements, go to the Rockwell Automation Product

Compatibility and Download Center (PCDC) available at:

http://compatibility.rockwellautomation.com/Pages/home.aspx

You can access firmware for your CompactLogix 5370 controller in the
Download section of the PCDC. You can see software compatibility for the
software applications that are used in a CompactLogix 5370 control system in

the Compare section of the PCDC.
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Preface

Additional Resources

These resources contain information about related products from

Rockwell Automation.

Resource

Description

CompactLogix Controllers Specifications Technical Data,
publication 1769-TD005

Provides CompactLogix controller specifications for all CompactLogix controllers.

Armor CompactLogix Controllers Installation Instructions,
publication 1769-IN021

Describes how to install the Armor™ CompactLogix controllers.

1769-SDN DeviceNet Scanner Module User Manual, publication 1769-UM009

Describes how to use the 1769-SDN to back up your CompactLogix 5370 L2 or L3 controller.

Compact High-speed Counter Module User Manual, publication 1769-UM006

Describes high-speed counter operation for standalone 1769-HSC when used with L2 and L3
Compact controllers and embedded high-speed counters in L2 embedded controllers.

Compact I/0 DeviceNet Scanner Module Installation Instructions,
publication 1769-IN060

Describes how to install the Compact I/0™ modules.

Compact I/0 Expansion Power Supplies Installation Instructions, publication
1769-IN028

Describes how to wire the 1769 Compact I/0 power supply.

Compact I/0 Modules Installation Instructions, publication 1769-IN088

Describes how to install any 1769 Compact /0 module.

CompactLogix 5370 L1 Controllers Quick Start, publication ASIMP-05024

Describes basic tasks to design, install, and start a CompactLogix 5370 L1 control system.

CompactLogix 5370 L2 Controllers Quick Start, publication IASIMP-05025

Describes basic tasks to design, install, and start a CompactLogix 5370 L2 control system.

CompactLogix 5370 L3 Controllers Quick Start, publication IASIMP-05023

Describes basic tasks to design, install, and start a CompactLogix 5370 L3 control system.

CompactLogix System Selection Guide, publication 1769-SG001

Describes available components for selecting a CompactLogix system.

Electronic Keying in Logix5000 Control Systems Application Technique,
publication LOGIX-AT001

Describes the types of Electronic Keying available in Logix5000 control systems.

Ethernet Design Considerations Reference Manual, publication ENET-RM002

Describes the following concepts that you must consider when designing a control system that
includes an EtherNet/IP network:

« EtherNet/IP overview

« Ethemet infrastructure

« EtherNet/IP protocol

EtherNet/IP Embedded Switch Technology Application Guide,
publication ENET-AP005

Describes how to use a DLR network topology.

Execution Time and Memory Use for Logix5000 Controller Instructions
Reference Manual, publication 1756-RM087

Assists in estimating the memory use and execution time of programmed logic and in selecting
among different programming options.

Integrated Motion on the EtherNet/IP Network: Configuration and Startup User
Manual, publication MOTION-UM003

Describes how to configure an Integrated Motion over
EtherNet/IP motion application and to start up that motion solution in a Logix5000™ control
system.

Logix5000 Controllers Add On Instructions Programming Manual,
publication 1756-PM010

Shows how to use Add-On Instructions for the Logix Designer application.

Logix5000 Controllers Common Procedures Programming Manual,
publication 1756-PM001

Provides links to a collection of programming manuals that describe how you can use
procedures that are common to all Logix5000 controller projects.

Rockwell Automation Publication 1769-UM021I-EN-P - May 2018 1
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Resource

Description

Logix5000 Controllers General Instructions Reference Manual,
publication 1756-RM003

Provides details about each available instruction for a Logix-hased controller.

Logix5000 Controllers I/0 and Tag Data Programming Manual,
publication 1756-PM004

Provides information on how to access I/0 and tag data in Logix5000 controllers.

Logix5000 Controllers Major, Minor, and I/0 Faults Programming Manual,
publication 1756-PM014

Shows how to monitor and handle major and minor controller faults. Also provides lists of major,
minor, and 1/0 fault codes that you can use to troubleshoot your system.

POINT 1/0 24V dc Expansion Power Supply Installation Instructions,
publication 1734-IN058

Describes the 1734-EP24DC expansion power supply.

POINT I/0 Digital and Analog Modules and POINTBIock I/0 Modules User
Manual, publication 1734-UM001

Describes how to return a 1734 POINT I/0™ module to Autobaud.

POINT I/0 Field Potential Distributor Modules Installation Instructions,
publication 1734-IN059

Describes the 1734-FPD POINT I/0 Field Power Distributor module.

Using Event Tasks with Logix5000 Controller White Paper,
publication LOGIX-WP003

Describes the use of event-based tasks with Logix5000 controllers.

Industrial Automation Wiring and Grounding Guidelines, publication 1770-4.1

Provides general guidelines for installing a Rockwell Automation industrial system.

Product Certifications website,
http://www.rockwellautomation.com/global/certification/overview.page

Provides declarations of conformity, certificates, and other certification details.

You can view or download publications at

hetp://www.rockwellautomation.com/literature/. To order paper copies of

technical documentation, contact your local Allen-Bradley distributor or
Rockwell Automation sales representative.
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Chapter 1

CompactLogix 5370 Controllers Overview

Topic Page
CompactLogix 5370 Control System Components 14
Controller Functionality 15
Electronic Keying 17

The CompactLogix™ 5370 controllers offer state-of-the-art control,
communication, and I/O elements in a distributed control package. This
product family includes the following CompactLogix 5370 controllers:

Among the features the CompactLogix 5370 controllers support, are dual

1769-L16ER-BBIB
1769-L1SER-BBIB
1769-L1SERM-BB1B
1769-L19ER-BBIB
1769-L24ER-QBIB
1769-L24ER-QBFC1B
1769-L27ERM-QBFCI1B
1769-L30ER
1769-L30ERM
1769-L30ER-NSE
1769-L33ER
1769-L33ERM
1769-L33ERMO
1769-L36ERM
1769-L36GERMO
1769-L37ERM, 1769-L37ERMK

1769-L37ERMO)
1769-L38ERM, 1769-L38ERMK

1769-L38ERMO()

EtherNet/IP ports on each controller and support for Integrated Motion over
an EtherNet/IP network on some CompactLogix 5370 controllers.

(1) Available at software version 31 and firmware revision 31.

Rockwell Automation Publication 1769-UM021I-EN-P - May 2018
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Chapter 1

CompactLogix 5370 Controllers Overview

CompactLogix 5370 Control

The Armor™ CompactLogix controller, 1769-L33ERMO, 1769-L36ERMO,
1769-L37ERMO, or 1769-L38ERMO, combines the CompactLogix
controller with a power supply in an IP67-rated housing for mounting on a
machine. For information on how to install the Armor CompactLogix
controller, see the Armor CompactLogix Controller Installation Instructions,

publication 1769-IN021.

For a complete description of the CompactLogix 5370 control system
components and functionality, see Table 1 and Table 2, respectively.

Table 1 describes com

typical control system.

ponents a CompactLogix 5370 controller uses in a

System Components
Table 1 - CompactLogix 5370 Control System Components
System Component Product Family
CompactLogix 5370 L1 Controllers CompactLogix 5370 L2 Controllers CompactLogix 5370 L3 Controllers
Controller One of the controllers that is documented in this publication
Power supply External power supply that is connected to the | External power supply that is connected to the | One of the following 1769 Compact 1/0™

embedded 24V DC nominal input of the
controller, nonisolated power supply. The
power supply has a 10...28.8 input range.

embedded 24V DCinput of the controller,
isolated power supply

power supplies:
« 1769-PA2
- 1769-PB2
+ 1769-PA4
-+ 1769-PB4

Communication networks
components

Any of the following:

«  EtherNet/IP network via built-in EtherNet/
IP network ports

« USB connection only for programming and
firmware updates

Any of the following:

« EtherNet/IP network via built-in EtherNet/IP network ports

« DeviceNet network via a 1769-SDN module

« USB connection only for programming and firmware updates

Software

« One of the following:

— RSLogix™ 5000 software, version 20.xx.xx, - For CompactLogix 5370 controllers that are using firmware revision 20.xxx
— Logix Designer application, version 21.00.00 or later, - For CompactLogix 5370 controllers that are using firmware revision 21.000 or later

- RSLinx® Classic software, version 2.59.xx or later

« RSNetWorx™ for DeviceNet software, version 11.00.00 or later
IMPORTANT: This software is not used with CompactLogix 5370 L1 controllers because they do not offer DeviceNet connectivity.

Secure Digital (SD) card for
external nonvolatile memory

+1784-SD1 card - Ships with CompactLogix 5370 controller and offers 1 GB of memory
«1784-SD2 card - Available for separate purchase and offers 2 GB of memory

1/0 modules - 16 embeddeq 24VDC digitgl input points- | « 16 embedded 24V DC digital input points | « Local expansion modules- 1769 Compact
H}'e noml?gl input vqlt?ge |52284XVD[C)CbUt + 16 embedded 24V DC digital output points 1/0 modules
€ operating range s 19....2o. ’ . Only 1769-L24ER-QBFC1B and « Distributed 1/0 - Multiple I/0 module
+ 16 embedded 24V DC digital output points y_ ) product lines over DeviceNet and
o ; 1769-L27ERM-QBFC1B controllers
- The nominal input voltage is 24V DC but _ Four embedded high-speed counters EtherNet/IP networks
the operating range is 10...28.8V DC. gh-sp :
— Four embedded universal analog input
« Local expansion modules- 1734 POINT /0™ points
modules — Two embedded analog output points
+ Distributed 1/0 - Multiple I/0 module « Local expansion modules- 1769 Compact
product lines over an EtherNet/IP network 1/0 modules
« Distributed 1/0 - Multiple I/0 module
product lines over DeviceNet and
EtherNet/IP networks
Reset button If held in during controller powerup, it clears the user program from the internal memory of the controller.
14 Rockwell Automation Publication 1769-UM021I-EN-P - May 2018
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Controller Functionality
Table 2 - CompactLogix 5370 Controller Functionality

Table 2 describes functionality available with CompactLogix 5370 controllers.

(at. No. Controller Programs Internal Energy | EtherNet/IP Power Supply | Onboard User Local I/0
Tasks SupportedPer | Storage Solution | Network Distance Rating | Memory Size Module Support
Supported Task Topology
Support
1769-L16ER-BB1B 32 1000 Yes - Eliminating | Support the NA 384 KB As many as six
the need for a following 1734 POINT I/0
battery topologies: modules
1769-L18ER-BB1B Device Level 512KB As many as eight
Ring (DLR) 1734 POINT 1/0
1769-L18ERM-BB1B Linear modules 3
1769-L19ER-BB1B « Traditional star 1MB
1769-L24ER-QB1B See footnote 768 KB As many as four
Compact /0
1769-L24ER‘QBFC1B modules
1769-L27ERM-QBFC1B 1MB
1769-L30ER 4 1MB As many as eight
Compact /0
1769-L30ER-NSE modules
1769-L30ERM
1769-L33ER 2MB Asmany as 16
Compact /0
1769-L33ERM modules
1769-L33ERMO —
1769-L36ERM 3MB As many as 30
Compact I/0
modules
1769-L36ERMO —
1769-L37ERM, 1769-L37ERMK 4MB
1769-137ermO("
1769-L38ERM, 1769-L38ERMK 5MB

1769-L38ERMO™)

(1) Available at software version 31 and firmware revision 31.

(2) CompactLogix 5370 L2 controllers have an embedded power supply. Therefore, you do not need to consider power supply distance rating when installing the controller. The Compact 1/0 modules that
are used as local expansion modules in a CompactLogix 5370 L2 control systems operate on a CompactBus. These Compact I/0 modules also have a power supply distance rating that you must consider

when installing those modules.
For more information on power supply distance rating regarding how to use Compact I/0 modules in a CompactLogix 5370 L2 control system, see page 123 and page 220.

(3)  IMPORTANT: You can use up to the maximum number of 1734 POINT I/0 modules with the CompactLogix 5370 L1 controllers that are listed in Table 3. This applies only as long as the total current that
the modules draw does not exceed the available POINTBus™ backplane current of T A. If you must use more local expansion modules than the POINTBus backplane current supports, you can install a
1734-EP24DC POINT I/0 expansion power supply between local expansion modules to increase the POINTBus backplane power and meet your system requirements.

Rockwell Automation Publication 1769-UM021I-EN-P - May 2018
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The 1769-L30ER-NSE controller is intended for use in applications that
require the installed controller to deplete its residual stored energy to specific
levels before transporting it into or out of your application.

deplete its residual stored energy to 200 pJ or fewer before you transport it
into or out of the application, complete these steps before you remove the
controller.

f WARNING: If your application requires the 1769-L30ER-NSE controller to

1. Turn off power to the chassis.
After you turn off power, the controller’s OK status indicator transitions
from Green to Solid Red to OFF.

2. Wait at least 15 minutes for the residual stored energy to decrease to
200 W or fewer before you remove the controller.

There is no visual indication of when the 15 minutes has expired. You
must track that time period.

IMPORTANT  The Real Time Clock (RTC) does not retain its time and date when the power
is off.

Some applications require that the installed controller to deplete its residual
stored energy to specific levels before transporting it into or out of your
application. This requirement can include other devices that also require a wait
time before removing them. See the documentation of those products for more
information.

Support for Integrated Motion over an EtherNet/IP Network

The following CompactLogix 5370 controllers support Integrated Motion
over an EtherNet/IP network:

e 1769-L1ISERM-BBI1B

e 1769-L27ERM-QBEFCIB
e 1769-L30ERM

e 1769-L33ERM

e 1769-L33ERMO

e 1769-L36ERM

e 1769-L36ERMO

e 1769-L37ERM

e 1769-L37ERMK

e 1769-L37ERMOW)
o 1769-L38ERM
o 1769-L38ERMK

o 1769-L38ERMOV)
(1) Available at software version 31 and firmware revision 31.
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Electronic Keying

For more information on how to use CompactLogix 5370 controllers in
applications that require Integrated Motion over an EtherNet/IP network, see

Chapter 11, Develop Integrated Motion over an EtherNet/IP Network
Application on page 283.

Electronic Keying reduces the possibility that you use the wrong device in a
control system. It compares the device that is defined in your project to the

installed device. If keying fails, a fault occurs. These attributes are compared.

Attribute Description

Vendor The device manufacturer.

Device Type The general type of the product, for example, digital /0 module.

Product Code The specific type of the product. The Product Code maps to a catalog number.

Major Revision

A number that represents the functional capabilities of a device.

Minor Revision

A number that represents behavior changes in the device.

The following Electronic Keying options are available.

Keying Option

Description

Compatible
Module

Lets the installed device accept the key of the device that is defined in the project when the
installed device can emulate the defined device. With Compatible Module, you can typically
replace a device with another device that has the following characteristics:
« Same catalog number
« Same or higher Major Revision
+ Minor Revision as follows:

—If the Major Revision is the same, the Minor Revision must be the same or higher.

— Ifthe Major Revision is higher, the Minor Revision can be any number.

Disable Keying

Indicates that the keying attributes are not considered when attempting to communicate with
a device. With Disable Keying, communication can occur with a device other than the type
specified in the project.

ATTENTION: Be extremely cautious when using Disable Keying; if used incorrectly, this option
can lead to personal injury or death, property damage, or economic loss.

We strongly recommend that you do not use Disable Keying.

If you use Disable Keying, you must take full responsibility for understanding whether the
device being used can fulfill the functional requirements of the application.

Exact Match

Indicates that all keying attributes must match to establish communication. If any attribute
does not match precisely, communication with the device does not occur.

Carefully consider the implications of each keying option when selecting one.

IMPORTANT

Changing Electronic Keying parameters online interrupts connections to the device
and any devices that are connected through the device. Connections from other
controllers can also be broken.

If an 1/0 connection to a device is interrupted, the result can be a loss of data.
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Example System
Configurations

18

More Information

For more detailed information on Electronic Keying, see Electronic Keying in
Logix5000™ Control Systems Application Technique,
publication LOGIX-AT001.

CompactLogix 5370 controllers support the following networks:
e EtherNet/IP network - All CompactLogix 5370 controllers
¢ DeviceNet network - Only CompactLogix 5370 L2 and L3 controllers

EtherNet/IP Network

IMPORTANT  Figure 1, Figure 2, and Figure 3 show CompactLogix 5370 controllers that
are used in a DLR network topology on an EtherNet/IP network. You can also
use CompactLogix 5370 controllers in linear or star EtherNet/IP network
topologies.

For more information on the other EtherNet/IP network topologies, see
Communicate over Networks on page 121.

Some of the CompactLogix 5370 controllers support Integrated Motion over
an EtherNet/IP network, if desired. For more information on using
Integrated Motion over an EtherNet/IP network, see Chapter 11, Develop
Integrated Motion over an EtherNet/IP Network Application on page 283.

Figure 1 shows an example EtherNet/IP system configuration for a
1769-L18ERM-BBIB controller.

Figure 1 - Example 1769-L18ERM-BB1B Control System Configuration on an EtherNet/IP
Network

Stratix 5700™ 1769-L18ERM-BB1B

PanelView™ Plus 7

1

-
|

1794-AENTR FLEX™1/0

Kinetix 5500
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Figure 2 shows an example EtherNet/IP system configuration for a
1769-L27ERM-QBFCI1B controller.

Figure 2 - Example 1769-L27ERM-QBFC1B Control System Configuration on an
EtherNet/IP Network

« 1769-AENTR
Stratix 5700 « 1769 Compact1/0  1769-L27ERM-QBFC1B

m

PowerFlex® 525

\ PanelView Plus 7

1734-AENTR POINT I/0 1794-AENTR FLEX1/0

Kinetix 550

Figure 3 shows an example EtherNet/IP system configuration for a
1769-L33ERM controller.

Figure 3 - Example 1769-L33ERM Control System Configuration on an EtherNet/IP Network

+ 1769-AENTR
- 1769 Compact /0 1769-L33ERM Control System

o

Stratix 5700

et

Kinetix 5500

b

Kinetix 5500

1794-AENTR FLEX1/0
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DeviceNet Network

IMPORTANT  Compactlogix 5370 L2 and L3 controllers can send messages to devices on
the DeviceNet network; however, these controllers cannot receive
messages from those devices on the DeviceNet network.

Figure 4 shows an example DeviceNet system configuration for a
CompactLogix 1769-L24ER-QBIB controller.
Figure 4 - Example 1769-L24ER-QB1B Control System Configuration on a DeviceNet Network

i 4 « 1769-L24ER-QB1B
DeviceNet Connection . 1769-SDN Scanner

1606-XLDNET E3™ Electronic - 1734-ADN POINT I/0
Overload Relay - POINTI/O

Figure 5 shows an example DeviceNet system configuration for a
CompactLogix 1769-L33ERM controller.

Figure 5 - Example 1769-L33ERM Control System Configuration on a DeviceNet Network

« 1769-L33ERM
« 1769-SDN Scanner

DeviceNet Connection

E3™ Electronic |
Overload Relay

e
e

« 1734-ADN POINT I/0
- POINTI/O

For more information on how to use the CompactLogix 5370 L2 or L3
controllers on DeviceNet networks, see Communicate over Networks on

page 121.

1606-XLDNET
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Notes:
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ATTENTION: Environment and Enclosure

This equipment is intended for use in a Pollution Degree 2 industrial environment, in overvoltage Category Il applications (as
defined in IEC 60664-1), at altitudes up to 2000 m (6562 ft) without derating.

This equipment is considered Group 1, Class A industrial equipment according to IEC/CISPR 11. Without appropriate precautions,
there may be difficulties with electromagnetic compatibility in residential and other environments due to conducted and radiated
disturbances.

This equipment is supplied as open-type equipment. It must be mounted within an enclosure that is suitably designed for those
specific environmental conditions that will be present and appropriately designed to prevent personal injury resulting from
accessibility to live parts. The enclosure must have suitable flame-retardant properties to prevent or minimize the spread of flame,
complying with a flame spread rating of 5VA, V2, V1, VO (or equivalent) if nonmetallic. The interior of the enclosure must be
accessible only by the use of a tool. Subsequent sections of this publication may contain additional information regarding specific
enclosure type ratings that are required to comply with certain product safety certifications.

In addition to this publication, see the following:
Industrial Automation Wiring and Grounding Guidelines, publication 1770-4.1, for additional installation requirements

- NEMA 250 and IEC 60529, as applicable, for explanations of the degrees of protection provided by enclosures
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North American Hazardous Location Approval

The following information applies when operating this equipment
in hazardous locations.

Informations sur I'utilisation de cet équipement en environnements
dangereux.

Products marked "CL1, DIV 2, GP A, B, C, D" are suitable for use in
(lass I Division 2 Groups A, B, C, D, Hazardous Locations and
nonhazardous locations only. Each product is supplied with
markings on the rating nameplate indicating the hazardous location
temperature code. When combining products within a system, the
most adverse temperature code (lowest "T" number) may be used to
help determine the overall temperature code of the system.
Combinations of equipment in your system are subject to
investigation by the local Authority Having Jurisdiction at the time
of installation.

Les produits marqués "CL1, DIV 2, GP A, B, C, D" ne conviennent qu'a
une utilisation en environnements de Classe | Division 2 Groupes A,
B, C, D dangereux et non dangereux. Chaque produit est livré avec
des marquages sur sa plaque d'identification qui indiquent le code
de température pour les environnements dangereux. Lorsque
plusieurs produits sont combinés dans un systéme, le code de
température le plus défavorable (code de température le plus faible)
peut étre utilisé pour déterminer le code de température global du
systeme. Les combinaisons d'équipements dans le systéme sont
sujettes a inspection par les autorités locales qualifiées au moment
de l'installation.

WARNING: EXPLOSION HAZARD -
A « Do not disconnect equipment unless power has
been removed or the area is known to be
nonhazardous.

+ Do not disconnect connections to this equipment
unless power has been removed or the area is
known to be nonhazardous. Secure any external
connections that mate to this equipment by using
screws, sliding latches, threaded connectors, or
other means provided with this product.

Substitution of components may impair
suitability for Class I, Division 2.

«  If this product contains batteries, they must only
be changed in an area known to be
nonhazardous.

AVERTISSEMENT: RISQUE D'EXPLOSION —
A + Couper le courant ou s'assurer que
I'environnement est classé non dangereux avant
de débrancher |'équipement.

+ Couper le courant ou s'assurer que
I'environnement est classé non dangereux avant
de débrancher les connecteurs. Fixer tous les
connecteurs externes reliés a cet équipement a
I'aide de vis, loquets coulissants, connecteurs
filetés ou autres moyens fournis avec ce produit.

La substitution de composants peut rendre cet
équipement inadapté a une utilisation en
environnement de Classe |, Division 2.

S'assurer que I'environnement est classé non
dangereux avant de changer les piles.

24
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European Hazardous Location Approval

The following applies when the product bears the Ex Marking.

This equipment is intended for use in potentially explosive atmospheres as defined by European Union Directive 94/9/ECand has been found to
comply with the Essential Health and Safety Requirements relating to the design and construction of Category 3 equipment intended for use in
Zone 2 potentially explosive atmospheres, given in Annex Il to this Directive.

Compliance with the Essential Health and Safety Requirements has been assured by compliance with EN 60079-15 and EN 60079-0.

A\

ATTENTION: This equipment is not resistant to sunlight or other sources of UV radiation.

WARNING:
«  This equipment must be installed in an enclosure providing at least IP54 protection when applied in Zone 2 environments.
«  This equipment shall be used within its specified ratings defined by Rockwell Automation.

Provision shall be made to prevent the rated voltage from being exceeded by transient disturbances of more than 40%
when applied in Zone 2 environments.

« Secure any external connections that mate to this equipment by using screws, sliding latches, threaded connectors, or
other means provided with this product.

+ Do not disconnect equipment unless power has been removed or the area is known to be nonhazardous.

«  Enclosure must be marked with the following: “Warning - Do not open when energized.” After installation of equipment
into the enclosure, access to termination compartments shall be dimensioned so that conductors can be readily connected.

ATTENTION: Prevent Electrostatic Discharge

This equipment is sensitive to electrostatic discharge, which can cause internal damage and affect normal operation. Follow these
guidelines when you handle this equipment:

Touch a grounded object to discharge potential static.

Wear an approved grounding wriststrap.

Do not touch connectors or pins on component boards.

Do not touch circuit components inside the equipment.

Use a static-safe workstation, if available.

Store the equipment in appropriate static-safe packaging when not in use.
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Before You Begin

26

The CompactLogix™ 5370 L1, series B, controller redesign occurred to provide
an option to use one external power supply for system power and field side
power.

There are differences between the CompactLogix 5370 L1, series A and B,
controllers, which are detailed throughout the sections of this manual.

Consider the following before installing a CompactLogix 5370 L1 controller:

ATTENTION: If this equipment is used in a manner not specified by the
manufacturer, the protection provided by the equipment can be impaired.

e The control system includes the controller, an embedded power supply,

and embedded I/O points.

© Allen-radiey CompactLogix L1GERM
[ Bl
FoRce [] [ umk 1
[0 = = T ¥
[0 == )
=
/\ J
WARNING
EXPLOSION HAZARD,
\
Removable Connector for 210
e 3 |11
Embedded Power Supply @F o | At
5|13
N (DAY~
E 2 rpe s
ﬂe% Wikl
EtherNet/IP- (%) v|v
1 (Front)
2 (Rear) &

Embedded I/0 Module
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e The embedded power supply for the series A LI6ER, L18ER, or
L18ERM controller is a 24V DC nominal, non-isolated power supply
with an input range of 10...28.8V DC. You wire the embedded power
supply via a removable connector.

e The embedded power supply for the series BL16ER, LISER, LISERM,
and series A L19ER controller is a 24V DC nominal, isolated
power supply. The input range of the power supply is 10...28.8V DC.

You wire the embedded power supply via a removable connector.

IMPORTANT  You must use a dedicated external Class 2/SELV-approved power
supply to provide power to the system, according to needs of the
application, and within the operating voltage range of the
controller for only series A L16ER, L18ER, and L18ERM controllers.

You cannot use the external power supply that provides power to
the embedded power supply of the controller to provide power to
any other components or devices in the application for only series A
L16ER, L18ER, and L18ERM controllers.

e A second, fused external power supply must be used to provide power to
other components for only series A LIGER, L18ER, and LISERM
controllers (see Appendix C).

e Power for other components can be provided from the external power
supply that is used to provide power to the system for only series B
L16ER, L18ER, LIS8ERM Controllers, and series A L19ER controllers.

e The controller has 16 embedded digital input points and 16 embedded

digital output points. You wire the input and output points via a
removable connector.
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e The controller supports the use of a limited number of
1734 POINT I/O™ modules on the POINTBus™backplane as local

expansion modules.

IMPORTANT  You must use the latest series and firmware revision for all 1734
POINT /0 modules in the local expansion slots to make sure that
your application operates as expected. Use of an older firmware
revision renders the entire 1734 bus inoperable.

The following table lists local expansion module support by controller
catalog number.

Table 3 - Local Expansion Module Support for CompactLogix 5370 L1 Controllers

(at. No. 1734 POINT 1/0 Modules Supported, max
1769-L16ER-BB1B 6
1769-L18ER-BB1B 8

1769-L18ERM-BB1B
1769-L19ER-BB1B

See Chapter 7 for further information about the I/O modules.

ATTENTION: Do not discard the end cap. Use this end cap to cover
the exposed interconnections on the last mounting base on the DIN
rail. Failure to do so could result in equipment damage or injury from

electric shock.

For more information on how to terminate the end of your system, see
page 36.

1734 POINT I/O modules support removal and insertion under power.
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CompactLogix 5370 L1 Controller Parts

These parts are included in the box when you order your controller:

o Controller - Specific catalog number varies by order
e 1784-SD1 Secure Digital (SD) card with 1 GB of memory storage

A 1784-SD2 SD card with 2 GB of memory storage, or more 1784-SD1
SD cards, are also available if you need extra memory.

IMPORTANT  The life expectancy of nonvolatile media is dependent on the
number of write cycles that are performed. Nonvolatile media use a
wear leveling technique or technology for prolonging the service
life, but avoid frequent writes.

Avoid frequent writes when logging data. We recommend that you
log data to a buffer in the memory of your controller and limit the
number of times data is written to removable media.

¢ An end cap protective cover that slides onto the right side of the
CompactLogix 5370 L1 control system.

Installation Summa ry To install a CompactLogix 5370 L1 controller, follow these steps.

1. Install the Secure Digital Card.

Install the System.

Connect to the Controller Via a USB Cable.

L S

Connect the Controller to an EtherNet/IP Network.
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Install the Secure
Digital Card

30

The CompactLogix 5370 L1 controller is shipped from the factory with the
1784-SD1 SD card installed.

Complete these steps to reinstall an SD card that has been removed from the
controller back into the controller or to install a new SD card into the
controller.

We recommend that you leave the SD card in the controller, even when it is not
used. If the controller experiences a major non-recoverable fault, extended fault
information is saved to the card.

electrical arc can occur. This could cause an explosion in hazardous location

f WARNING: When you insert or remove the SD card while power is on, an
installations.

Be sure that power is removed or the area is nonhazardous before proceeding.

1. Verify that the SD card is locked or unlocked according to your
preference. Consider the following when deciding to lock the card
before installation:

— Ifthe card is unlocked, the controller can write data to it or read data
from it.

—\ e\

Unlocked 1 : Locked J I

2. Open the door for the SD card.
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3. Insert the SD card into the SD card slot.

You can install the SD card in only one orientation. The beveled corner
is at the top.

If you feel resistance when inserting the SD card, pull it out and change
the orientation.

4. Gently press the card until it clicks into place.

S. Close the SD card door.

We recommend that you keep the SD card door closed during normal
system operation. For more information on how to use the SD card, see

Use a Secure Digital Card on page 297.
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Install the System

32

Complete the following steps to install the CompactLogix 5370 L1
control system.

e Mount the System

e Ground the System

o Install the Controller

o Connect Power to the Controller (Series B) L16 ER, LISER, LISERM
series B controllers, and series A L1I9ER

Mount the System

You mount a CompactLogix 5370 L1 control system on a DIN rail. Before you
complete the steps that are required to install the system, install a DIN rail.

WARNING: When used in a Class |, Division 2, hazardous location, this
equipment must be mounted in a suitable enclosure with proper wiring

method that complies with the governing electrical codes.

Before you mount a CompactLogix 5370 L1 control system, consider
the following requirements:

e Available DIN Rails
e Minimum Spacing

e System Dimensions

Available DIN Rails

ground. Use zinc-plated yellow-chromate steel DIN rail to assure proper
grounding. The use of other DIN rail materials (for example, aluminum or
plastic) that can corrode, oxidize, or are poor conductors, can result in
improper or intermittent grounding. Secure DIN rail to mounting surface
approximately every 200 mm (7.8 in.) and use end-anchors appropriately.

f ATTENTION: This product is grounded through the DIN rail to chassis
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You can mount the CompactLogix 5370 L1 controller on the following
DIN rails:

o ENS0022-35x7.5mm (1.38x0.30 in.)
e ENS0022-35x15mm (1.38x0.59 in.)

IMPORTANT  You mustinstall bumpers on the back of your CompactLogix 5370 L1
controller before mounting it on the EN 50022 - 35 x 15 mm
(1.38x0.59in.) DIN rail.

Bumper Selection:

« For more information on Bumper Selection, see Rockwell
Automation® Knowledgebase article #591565. You can access
the article at; (Login required)
https://rockwellautomation.custhelp.com/

Minimum Spacing

Maintain spacing from enclosure walls, wireways, and adjacent equipment.
Allow 50 mm (2 in.) of space on all sides, as shown. This spacing provides
ventilation and electrical isolation.

50 mm
Top Q2in)

50 mm
(2in.)

50 mm
(2in.)

Embedded Power
Supply and I/0 Module

Controller with

1734 POINT I/0 Module
End Cap

1734 POINT I/0 Module
1734 POINT I/0 Module

CompactLogix 5370 L1

Side Side

Bottom 50 mm
(2in.)
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System Dimensions

This graphic shows the system dimensions.
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This graphic shows the system dimensions with Expansion I/O modules
installed.
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Ground the System

ATTENTION: This product is intended to be mounted to a well-grounded
mounting surface such as a metal panel. Additional grounding
connections from the power supply's mounting tabs or DIN rail (if used)
are not required unless the mounting surface cannot be grounded.

See Industrial Automation Wiring and Grounding Guidelines, Rockwell
Automation publication 1770-4.1, for additional information.

Install the Controller

Complete these steps to install the controller.

1. Pull out the locking tabs.
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2. Slide the controller into position on the DIN rail and push the locking
tabs in.
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3. Ifyou are not usinglocal expansion modules, use the tongue-and-groove
slots on the right side of the controller to slide a protective covering onto
the controller. The protective cover ships with the controller.

The covering covers the exposed interconnections on the right side of
the controller. Failure to use a protective covering can result in
equipment damage or injury from electric shock.

If you are using local expansion modules, see Local Expansion Modules
on page 157 for more information on how to install them in a
CompactLogix 5370 L1 control system.

Install the Removable Terminal Block

A removable terminal block (RTB) is supplied with your wiring base assembly.
To remove, pull up on the RTB handle. This feature allows the mounting base
to be removed and replaced as necessary without removing any wires. To
reinsert the removable terminal block, proceed as follows:

1. Insert the end opposite the handle into the base unit. This end has a
curved section that engages with the wiring base.

2. Rotate the RTB into the wiring base until it locks itself in place.
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3. IfanI/O module is installed, snap the RTB handle into place on the

module.

Insert the module straight down
into the mounting base.

Hook the RTB end into

the mounting base end
and rotate until it locks
into place.

power applied, an electrical arc can occur. This can cause an explosion in

f WARNING: When you connect or disconnect the RTB with field-side
hazardous location installations.

Be sure that power is removed or the area is nonhazardous before proceeding.

Connect Power to the Controller (Series B)

For information to connect power to a series A L1 controller, see Appendix C.

IMPORTANT  This section describes how to power the controller via the VD(+ and VDC-
terminals.

Connections to the VDC(+ and VDC- terminals do not provide power to input
or output devices that are connected to the embedded I/0 modules of the
controller or local expansion modules. Power must be connected to the FP+
and FP- terminals to provide power to input or output devices that are
connected to the embedded 1/0 modules of the controller or local expansion
modules.

The external power supply can be used to power both the VD(+/- and
FP+/- terminals on the series B L1 controller, see page 144.

For more information on how to provide power to input or output devices
that are connected to the embedded |/0 modules of the controller and local
expansion modules, see page 144.
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supplied by a suitable, approved isolating transformer or power supply
having short circuit capacity not exceeding 100VA maximum or equivalent.
The controller power requirement is 30VA.

f WARNING: Do not connect directly to line voltage. Line voltage must be

Power is connected to the controller via a removable connector that is
connected to the front of the controller. The following graphic shows the
connector.

Ve
voc

NC

FP-

S{a/a]uulalS
SSSSS

IMPORTANT  The controller is grounded once it is installed on a DIN rail as described in
Mount the System on page 32.

Consider these points before completing the steps in this section:

e This section describes how to connect an external 24V DC power
source to the CompactLogix 5370 L1 controller.

For information on how to provide field power to input and output
devices that are connected to the embedded I/O modules of the
controller and local expansion modules via the removable connector, see

page 144.

e Use a power source that most effectively meets your application needs.
That is, calculate the power requirements for your application before
choosing a power source to avoid using a power source that far exceeds
your application requirements.

e This section assumes that any DIN rail you use has been grounded
following Industrial Automation Wiring and Grounding Guidelines,

publication 1770-4.1.

e The embedded power supply of the CompactLogix 5370 L1 controller
provides power to the controller and POINTBus backplane.
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e Notall Class 2/SELV-listed power supplies are certified for use in all
applications, for example, use in nonhazardous and hazardous
environments.

Before installing an external power supply, consult all specification and
certification information to verify that you are using an acceptable
external power supply.

e Only for example purposes, this section describes how to use a 1606-
XLE120E, NEC Class 2 switched-mode power supply. The exact steps
for other external power supplies can vary from the steps that are

described here.

Complete these steps to connect power to the CompactLogix series B L1GER,
L18ER, L18ERM, and series A L19ER controllers.

1. Verify that the external 24V DC power source is not powered.
2. Mount the external 24V DC power source on a DIN rail.
The external 24V DC power source can be installed on the same DIN

rail as the controller or a separate DIN rail.

3. Connect wires to the 24V DC+ and 24V DC- connections on the
external 24V DC power source.

on, an electrical arc can occur. This could cause an explosion in hazardous
location installations. Be sure that power is removed or the area is
nonhazardous before proceeding.

f WARNING: If you connect or disconnect wiring while the field-side power is
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4. Pull the removable connector off the CompactLogix 5370 L1 controller.

S. Connect the wire that is connected to the 24V DC+ terminal on the
external 24V DC power source to the VDC+ terminal. The VDC+
terminal is the top terminal on the removable connector.

6. Connect the wire that is connected to the 24V DC- terminal on the
external 24V DC power source to the VDC- terminal. The VDC-
terminal is the second from the top on the removable connector.
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IMPORTANT  Ifyour application requires a power control device, for example, a
switch or relay, between the external 24V DC power source and the
CompactLogix 5370 L1 controller to control when the controller is
powered, you must install the power control device at the VD(+
terminal on the removable connector.
If you install the power control device at the VDC- terminal, the
CompactLogix 5370 L1 controller can have problems powering up or
powering down properly.

7. Plug the removable connector back into the controller.
8. Secure the removable connector in place.
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9. Turn on power to thC extemal 24V DC power source.

The following graphic shows an external 24V DC power source that is
connected to a CompactLogix 5370 L1 controller.
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Connect to the Controller Via The controller has a USB port that uses a Type B receptacle. The port is USB
a USB Cable 2.0-compatible and operates at 12 Mbps.

Use a USB cable to connect your computer to the USB port. With this
connection, you can update firmware and download programs to the controller
directly from your computer.

ATTENTION: The USB port is intended only for temporary local
A programming purposes and not intended for permanent connection.

The USB cable is not to exceed 3.0 m (9.84 ft) and must not contain hubs.

A WARNING: Do not use the USB port in hazardous locations.

Plug the USB cable into the CompactLogix 5370 L1 controller.
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Connect the Controller to an
EtherNet/IP Network

power applied to this module or any device on the network, an electrical
arc can occur. This could cause an explosion in hazardous location
installations.

Be sure that power is removed or the area is nonhazardous before proceeding.

f WARNING: If you connect or disconnect the communication cable with

Connect the RJ45 connector of the Ethernet cable to one of the Ethernet ports
on the controller. The ports are on the bottom of the controller.

Bottom of Controller

Port 1- Front —
\*ﬂ—

%:}:}
e | | | s |

Port 2 - Back =
[
[

IMPORTANT  This example shows how to connect the controller to the network through
one port. Depending on the network topology of your application, you can
connect both ports of the controller to the EtherNet/IP network.

For more information on EtherNet/IP network topologies, see page 125.

Connecting to Different EtherNet/IP Network Topologies

CompactLogix 5370 L1 controllers have embedded switch technology and
two EtherNet/IP ports that let you use it in various EtherNet/IP
network topologies:

e Device Level Ring network topology - Both ports on the controller are
connected to the network.

e Linear network topology - Both ports on the controller are connected to
the network.

e Star network topology - One port on the controller is connected to
the network.

There are connection and configuration requirements for each EtherNet/IP
network topology.

For more information, see EtherNet/IP Network Topologies on page 125.
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Notes:
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ATTENTION: Environment and Enclosure

This equipment is intended for use in a Pollution Degree 2 industrial environment, in overvoltage Category Il applications (as
defined in IEC 60664-1), at altitudes up to 2000 m (6562 ft) without derating.

This equipment is considered Group 1, Class A industrial equipment according to IEC/CISPR 11. Without appropriate precautions,
there may be difficulties with electromagnetic compatibility in residential and other environments due to conducted and radiated
disturbances.

This equipment is supplied as open-type equipment. It must be mounted within an enclosure that is suitably designed for those
specific environmental conditions that will be present and appropriately designed to prevent personal injury resulting from
accessibility to live parts. The enclosure must have suitable flame-retardant properties to prevent or minimize the spread of flame,
complying with a flame spread rating of 5VA, V2, V1, VO (or equivalent) if nonmetallic. The interior of the enclosure must be
accessible only by the use of a tool. Subsequent sections of this publication may contain additional information regarding specific
enclosure type ratings that are required to comply with certain product safety certifications.

In addition to this publication, see the following:
« Industrial Automation Wiring and Grounding Guidelines, publication 1770-4.1, for additional installation requirements

« NEMA 250 and IEC 60529, as applicable, for explanations of the degrees of protection provided by enclosures
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North American Hazardous Location Approval

The following information applies when operating this equipment
in hazardous locations.

Informations sur Iutilisation de cet équipement en environnements
dangereux.

Products marked "CL1, DIV 2, GP A, B, C, D" are suitable for use in
(lass I Division 2 Groups A, B, C, D, Hazardous Locations and
nonhazardous locations only. Each product is supplied with
markings on the rating nameplate indicating the hazardous location
temperature code. When combining products within a system, the
most adverse temperature code (lowest "T" number) may be used to
help determine the overall temperature code of the system.
Combinations of equipment in your system are subject to
investigation by the local Authority Having Jurisdiction at the time
of installation.

Les produits marqués "CL1, DIV 2, GP A, B, C, D" ne conviennent qu'a
une utilisation en environnements de Classe | Division 2 Groupes A,
B, C, D dangereux et non dangereux. Chaque produit est livré avec
des marquages sur sa plaque d'identification qui indiquent le code
de température pour les environnements dangereux. Lorsque
plusieurs produits sont combinés dans un systéme, le code de
température le plus défavorable (code de température le plus faible)
peut étre utilisé pour déterminer le code de température global du
systeme. Les combinaisons d'équipements dans le systéme sont
sujettes a inspection par les autorités locales qualifiées au moment
de l'installation.

WARNING: EXPLOSION HAZARD -
A « Do not disconnect equipment unless power has
been removed or the area is known to be
nonhazardous.

+ Do not disconnect connections to this equipment
unless power has been removed or the area is
known to be nonhazardous. Secure any external
connections that mate to this equipment by using
screws, sliding latches, threaded connectors, or
other means provided with this product.

Substitution of components may impair
suitability for Class I, Division 2.

«  If this product contains batteries, they must only
be changed in an area known to be
nonhazardous.

AVERTISSEMENT: RISQUE D'EXPLOSION —
A « Couper le courant ou s'assurer que
I'environnement est classé non dangereux avant
de débrancher |'équipement.

« Couper le courant ou s'assurer que
I'environnement est classé non dangereux avant
de débrancher les connecteurs. Fixer tous les
connecteurs externes reliés a cet équipement a
I'aide de vis, loquets coulissants, connecteurs
filetés ou autres moyens fournis avec ce produit.

« Lasubstitution de composants peut rendre cet
équipement inadapté a une utilisation en
environnement de Classe |, Division 2.

« S'assurer que I'environnement est classé non
dangereux avant de changer les piles.

46
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European Hazardous Location Approval

The following applies when the product bears the Ex Marking.

This equipment is intended for use in potentially explosive atmospheres as defined by European Union Directive 2014/34/EU and has been
found to comply with the Essential Health and Safety Requirements relating to the design and construction of Category 3 equipment intended
for use in Zone 2 potentially explosive atmospheres, given in Annex Il to this Directive.

Compliance with the Essential Health and Safety Requirements has been assured by compliance with EN 60079-15 and EN 60079-0.

ATTENTION: This equipment is not resistant to sunlight or other sources of UV radiation.

A\

WARNING:
«  This equipment must be installed in an enclosure providing at least IP54 protection when applied in Zone 2 environments.
«  This equipment shall be used within its specified ratings defined by Rockwell Automation.

Provision shall be made to prevent the rated voltage from being exceeded by transient disturbances of more than 40%
when applied in Zone 2 environments.

« Secure any external connections that mate to this equipment by using screws, sliding latches, threaded connectors, or
other means provided with this product.

+ Do not disconnect equipment unless power has been removed or the area is known to be nonhazardous.

«  Enclosure must be marked with the following: “Warning - Do not open when energized.” After installation of equipment
into the enclosure, access to termination compartments shall be dimensioned so that conductors can be readily connected.

ATTENTION: Prevent Electrostatic Discharge
This equipment is sensitive to electrostatic discharge, which can cause internal damage and affect normal operation. Follow these

guidelines when you handle this equipment:

Touch a grounded object to discharge potential static.

Wear an approved grounding wriststrap.

Do not touch connectors or pins on component boards.

Do not touch circuit components inside the equipment.

Use a static-safe workstation, if available.

Store the equipment in appropriate static-safe packaging when not in use.

Rockwell Automation Publication 1769-UM021I-EN-P - May 2018 47



Chapter3 Install the CompactLogix 5370 L2 Controller

Before You Begin

Consider the following before installinga CompactLogix™ 5370 L2 controller:

e The control system includes a controller, an embedded power supply,

embedded I/O points, and a 1769-ECR right end cap.

e The embedded power supply is a 24V DC input, isolated power supply

The following graphic shows an example CompactLogix 5370 L2

controller.

1769-L24ER-QBFC1B
Control System

Embedded I/0 Modules

(@l

Embedded Power
Supply Terminals

Ethernie
1 (Fro
2 (Rear)

00:00BC2E:69F6

A Atien-Bradiey

ﬂ— End Cap

N

fr ATTENTION: You must use an external power supply that is Class 2 or

SELV-listed for series A L1 controllers.

For example, you can use a 1606-XLSDNET4, standard switched-mode

power supply, as shown in this chapter.

¢ The controllers have embedded I/O points. You wire the input and

output points via a removable connector.

e The controller supports the use of up to four Compact I/O™ modules on
the local 1769 CompactBus backplane as local expansion modules.

For more information on how to use embedded I/O points and local
expansion modules, see Chapter 8, Use I/O Modules with
CompactLogix 5370 1.2 Controllers on page 181.

48 Rockwell Automation Publication 1769-UM021I-EN-P - May 2018



Install the CompactLogix 5370 L2 Controller ~ Chapter 3

¢ You must terminate the end of the CompactBus via a 1769-ECR right
end cap as shown in step 6 on page 59.

¢ You cannot remove nor install Compact I/O modules while the
controller is powered.

removal and insertion under power (RIUP). Removing a 1769
Compact 1/0 module or end cap generates a controller fault and may
also result in damage to system components.

f ATTENTION: CompactLogix 5370 L2 control systems do not support

CompactLogix 5370 L2 Controller Parts

These parts are included in the box when you order your controller:
o Controller - Specific catalog number varies by order
e 1769-ECR Compact I/O end cap/terminator
e 1784-SD1 Secure Digital (SD) card with 1 GB of memory storage

A 1784-SD2 SD card with 2 GB of memory storage, or more1784-SD1

SD cards, are also available if you need extra memory.

IMPORTANT  The life expectancy of nonvolatile media is dependent on the
number of write cycles that are performed. Nonvolatile media use a
wear leveling technique or technology for prolonging the service
life, but avoid frequent writes.

Avoid frequent writes when logging data. We recommend that you
log data to a buffer in the memory of your controller and limit the
number of times data is written to removable media.
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Installation Summary To install a CompactLogix 5370 L2 controller, follow these steps.

1. Install the Secure Digital Card.

2. Install the System.

3. Connect to the Controller Via a USB Cable.

4. Connect the Controller to an EtherNet/IP Network.
Install the Secure The CompactLogix 5370 L2 controller is shipped from the factory with the
Digital card 1784-SD1 SD card installed.

Complete these steps to reinstall an SD card that has been removed from the
controller back into the controller or to install a new SD card into the
controller.

We recommend that you leave the SD card in the controller, even when it is not
used. If the controller experiences a Major Non-recoverable Fault, extended
fault information is saved to the card.

electrical arc can occur. This could cause an explosion in hazardous location

f WARNING: When you insert or remove the SD card while power is on, an
installations.

Be sure that power is removed or the area is nonhazardous before proceeding.

1. Verify that the SD card is locked or unlocked according to your
preference. Consider the following when deciding to lock the card
before installation:

— Ifthe card is unlocked, the controller can write data to it or read data
from it.

—————\ —————\

Unlocked % : Locked J I

50 Rockwell Automation Publication 1769-UM021I-EN-P - May 2018



Install the CompactLogix 5370 L2 Controller ~ Chapter 3

2. Open the door for the SD card.

3. Insert the SD card into the SD card slot.

You can install the SD card in one orientation only. The beveled corner
is at the bottom.

If you feel resistance when inserting the SD card, pull it out and change
the orientation.

4. Gently press the card until it clicks into place.

5. Close the SD card door.

We recommend that you keep the SD card door closed during normal
system operation. For more information on how to use the SD card, see
Use a Secure Digital Card on page 297.
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Install the System

Complete the following tasks to install the CompactLogix 5370 L2
control system:

e Mount the System

e Ground the System

o Install the Controller

e Connect Power to the Control System

Mount the System

You can mount a CompactLogix 5370 L2 control system on a DIN rail or
a panel.

WARNING: When used in a Class I, Division 2, hazardous location, this
equipment must be mounted in a suitable enclosure with proper wiring

method that complies with the governing electrical codes.

Before you mount a CompactLogix 5370 L2 control system, consider
the following requirements:

o Available DIN Rails

e Minimum Spacing
e System Dimensions

Available DIN Rails

ground. Use zinc-plated yellow-chromate steel DIN rail to assure proper
grounding. The use of other DIN rail materials (for example, aluminum or
plastic) that can corrode, oxidize, or are poor conductors, can result in
improper or intermittent grounding. Secure DIN rail to mounting surface
approximately every 200 mm (7.8 in.) and use end-anchors appropriately.

f ATTENTION: This product is grounded through the DIN rail to chassis

You can mount the CompactLogix 5370 L2 controller on the following
DIN rails:

o ENS50022-35x7.5mm (1.38x0.30 in.)
o ENS0022-35x15mm (1.38x0.59 in.)
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105 mm

(4.13in.)

Minimum Spacing

Maintain spacing from enclosure walls, wireways, and adjacent equipment.
Allow 50 mm (2 in.) of space on all sides, as shown. This spacing provides
ventilation and electrical isolation.
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System Dimensions

This graphic shows the system dimensions for the 1769-L24ER-QB1B

controller.
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This graphic shows the system dimensions for the 1769-L24ER-QB1B
controller with expansion modules installed.
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This graphic shows the system dimensions for the 1769-L24ER-QBFC1B

controller with expansion modules installed.
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This graphic shows the system dimensions for the 1769-L27ERM-QBFC1B
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This graphic shows the system dimensions for the 1769-L27ERM-QBFCI1B

controller with expansion modules installed.
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Mount the Controller on a Panel

Use two M4 or #8 pan head screws to mount the controller. Mounting screws
are required on every module. Use this procedure to use the assembled modules
as a template to drill holes in the panel.

IMPORTANT  Due to module mounting hole tolerance, it is important to follow these
procedures.

1. On aclean work surface, assemble no more than three modules.

2. Use the assembled modules as a template and carefully mark the center
of all module-mounting holes on the panel.

3. Return the assembled modules to the clean work surface, including any
previously mounted modules.

4. Dirill and tap the mounting holes for the recommended M4 or #8 screw.
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5. Place the modules back on the panel and check for proper hole

alignment.

TIP  The grounding plate, that is, where you install the mounting screws,
grounds the module when it is panel-mounted.

6. Use the mounting screws to attach the modules to the panel.

TIP  If you are mounting more modules, mount only the last one of this
group and put the others aside. This process reduces remounting time
when you are drilling and tapping the next group of modules.

7. Repeat steps 1...6 for any remaining modules.
Mount the Controller on the DIN Rail

You can mount the controller on the following DIN rails:
e EN50022-35x7.5mm (1.38 x 0.30 in.)
¢ EN50022-35x15mm (1.38){0.59 in.)

ground. Use zinc-plated yellow-chromate steel DIN rail to assure proper
grounding. The use of other DIN rail materials (for example, aluminum or
plastic) that can corrode, oxidize, or are poor conductors, can result in
improper or intermittent grounding. Secure DIN rail to mounting surface
approximately every 200 mm (7.8 in.) and use end-anchors appropriately.

f ATTENTION: This product is grounded through the DIN rail to chassis

1. Hook the DIN rail latch at the top of the back of the controller on the
DIN rail.

2. Swing the controller downward until it touches the DIN rail and press
the controller against the DIN rail until it clicks in place.
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Ground the System

mounting surface such as a metal panel. Additional grounding
connections from the power supply's mounting tabs or DIN rail (if used)
are not required unless the mounting surface cannot be grounded.

f ATTENTION: This product is intended to be mounted to a well-grounded

See Industrial Automation Wiring and Grounding Guidelines, Rockwell
Automation® publication 1770-4.1, for additional information.

Install the Controller
Complete these steps to install the controller.

1. Pull out the bottom locking tabs.
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2. Hook the top of the controller on the DIN rail.

3. Swing it downward until the controller is flush against the DIN rail and
push it down against the DIN rail.

4. Push the controller against the DIN rail.
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5. Push the locking tabs in.

6. Ifyou are not using local expansion modules, slide the 1769-ECR end
cap onto the right side of the controller.

IMPORTANT  You must install an end cap onto the right side of the
CompactLogix 5370 L2 controller system either at the end of the
controller. You must also install an end cap at the end of any local
expansion modules that can be installed onto the controller.
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7. Push the end cap locking mechanism to the right to lock it onto
the controller.
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If you are using local expansion modules, see Local Expansion Modules -
Optional on page 213 for more information on how to install them in a
CompactLogix 5370 L2 control system.

Remove and Replace the Removable Terminal Block

To remove the RTB, loosen the upper and lower retaining screws. The terminal
block backs away from the module as you remove the screws. When replacing
the terminal block, torque the retaining screws to 0.46 N-m (4.1 Ibein).

3

2
Item | Description
1 Wiring the finger-safe cover
2 Lower retaining screws
3 Upper retaining screws
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Wire the Terminal Block

When wiring the terminal block, keep the finger-safe cover in place.

1. Loosen the retaining screws to be wired.

2. Route the wire under the terminal pressure plate.

You can use the bare wire or a spade lug. The terminals accept 2 6.35 mm

(0.25 in.) spade lug.

TIP  The retaining screws are non-captive. You can use a ring lug [maximum
6.35mm (0.25in.) 0.d. with a 3.53 mm (0.139in.) minimum i.d. (M3.5)]
with the module.

3. Tighten the retaining screw and make sure that the pressure plate secures
the wire.

Recommended torque when you tighten the retaining screws is

0.68 Nem (6 Ibein).

TIP  Ifyou must remove the fingersafe cover, insert a screwdriver into one of the
square wiring holes and gently pry the cover off. If you wire the terminal
block with the fingersafe cover removed, you cannot put it back on the
terminal block because of wires in the way.

Wire Size and Terminal Screw Torque

Each terminal accepts one or two wires with the following restrictions.

Wire Type Wire Size Terminal Screw Torque | Retaining Screw Torque
Solid Cu-90 °C (194 °F) #14.. .#22 AWG 0.68 Nem (6 Ib-in) 0.46 Nem (4.1 Ib-in)
Stranded | Cu-90°C (194 °F) #16...#22 AWG 0.68 Nem (6 Ib<in) 0.46 Nem (4.1 Ibein)
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Connect Power to the Control System

You must connect an external Class 2 or SELV-listed power supply to the

embedded power supply of the controller. The external power supply converts
115/230V AC power to 24V DC power.

supplied by a suitable, approved isolating transformer or power supply

f WARNING: Do not connect directly to line voltage. Line voltage must be
having short circuit capacity not exceeding 100VA maximum or equivalent.

Consider these points before completing the steps in this section:

e This section describes how to connect power only to the embedded
power supply of the CompactLogix 5370 L2 controller.

For information on how to wire the embedded I/O module available on

CompactLogix 5370 L2 controllers, see Embedded I/O Modules on
page 182.

e Notall Class 2 or SELV-listed power supplies are certified for use in all
applications, for example, use in nonhazardous and hazardous
environments.

Before installing an external power supply, consult all specification and
certification information to verify that you are using an acceptable
external power supply.

e This section describes how to wire terminals +24VDC and COM on
the CompactLogix 5370 L2 controller. They are the only terminals you
wire to power the CompactLogix 5370 L2 control system.

Use only the FG terminal when connecting a field device to the
controller.

For example purposes, this section uses a 1606-XLDNET4, standard switched-
mode power supply.

IMPORTANT  The 1606-XLDNET4 power supply is not certified for use in all applications,
for example, you cannot use it in hazardous locations. Read the points in
Connect Power to the Control System on page 62 before choosing the
external power supply for your application.
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Complete these steps to connect power to the CompactLogix 5370 L2
control system.

1. Verify that the external 24V DC power source is not powered.

2. Mount the external 24V DC power source on a DIN rail.

The external 24V DC power source can be installed on the same DIN
rail as the controller or a separate DIN rail.

3. Connect wires to the 24V DC+ and 24V DC- connections on the
external 24V DC power source.

WARNING: If you connect or disconnect wiring while the field-side power is
on, an electrical arc can occur. This could cause an explosion in hazardous
location installations. Be sure that power is removed or the area is
nonhazardous before proceeding.

DC 24V /4A

o)
& Allen-Bradiey

1606-XL

POWER SUPPLY

zzzzzzzzz

4. Strip 8 mm (0.31 in.) insulation from the end of the wire that you
connect to the +24VDC terminal on the controller.

S. Connect the wire from the 24VDC+ terminal on the external 24V DC
power source to the +24VDC terminal on the controller.
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6. Strip 8 mm (0.31 in.) insulation from the end of the wire that you
connect to the COM terminal on the controller.

7. Connect the wire from the 24V DC- terminal on the external 24V DC
power source to the COM terminal on the controller.
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IMPORTANT

If your application requires a power control device, for example, a switch or
relay, between the external power supply and the embedded power supply
of the CompactLogix 5370 L2 controller to control when the controller is
powered, you must install the power control device at the +24VD( terminal
on the controller.

If you install the power control device at the COM terminal, the
CompactLogix 5370 L2 controller cannot power up or power down properly.

The following graphic shows an external 24V DC power source that is
connected to a CompactLogix 5370 L2 controller.

IMPORTANT

When you remove power from the CompactLogix 5370 L2 controller to cycle
power, the OK status indicator of